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OPTIONAL AIR COMPRESSOR
MAIN AIR COMPRESSOR

PREP GUN PUMPING STATION
HYDRAULIC POWER UNIT - 3 PORT
HYDRAULIC POWER UNIT - 4 PORT
DOUBLE STACK PUMPING STATION

*SEE P3-A
| ——

5
5
=

DOUBLE STACK PUMPING STATION

DOUBLE STACK PUMPING STATION

MOTOR CONTROL CENTER
CONVEYOR POWER UNIT

CONTROLLER
BOOSTER PUMP
RECLAIM SYSTEM

T T
| I I
*CONNECTIONS PROJECT SPECIFIC
ELEVATION-MECHANICAL ROOM
PANELS

(TO CONTROLLER)
(PS1) ?:ﬂ
(SOL) 1B-B d
(soL) || 1B-C - %E&
(SOL) || AP1

RP3
00 [[ e . /"B, BLUE WHITE CHEMICAL PUMP

o I | o = \Py *SEE MANUAL FOR DETAILS AND CONNECTIONS

(SOL) O — O

# | AIR CONTROL DETAILS

*ALL SOLENOIDS TO
BE WIRED W/110
VOLT PLUG ENDS
BY ELECTRICAN

NOTE: 1. WORK THIS DRAWING WITH P2-P4

FLOJET CHEMICAL PUMP

CA
\PV/

P1

*SEE MANUAL FOR DETAILS AND CONNECTIONS
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7. ROBINSON

SYIBOL
LEGEND
DESCRIPTION SYMBOL
SALL VALVE
JNION [N
CHECK VAl VE N COLD WATER SUPFLY
(CLVVVSQ> o
THERMO AN
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> UMP @)
// 2M\
/ ‘
/////// -
e \\\5//4”I§i
él?\B//477§K Zz
{ X
. 5//4”\\\\///////////
| { X
o] 2
| %i///// -
C.W.S. 10
- CHEMICAL PUMP
SeE PLUMBING o STATIONS
WATER MANIFOLD (LOCATED 24" 0.C. PER
DETAILS DWG P2 —R # STATIONS REQUIRED)
NOTE: 1. WORK THIS DRAWING WITH PT1,Ps5—P4

2. 40 PS5 MINIMUM WATER PRESSURE ReEQUIRED
@ EQUIPMENT UNLESS OTHER WISE STATED.

5/4”
AN
//‘33
SEE PLUMBING \ rX
WATER MANIFOLD 4
DETAILS DWG P2—A X
//////// ‘ }i 1
N \Z C.W.S. T0O \pREp CUNS
- HWH PRESSURE
\ | POMPS
g X
//////\\5/4w - N HICH PRESSURE
Z I - WATER SUPPLY
NN
—3/4 N HICH PRESSURE
| rX WATER SUPPLY
N
\\(JWE; SPARE LINE
\

C.W.5. 1O BOILER
St BOILER MANUAL

CW.S 1O WATER SOF TENER
Sce SOF TENER MANUAL

GENERAL NOTES:

1. ALL HIGH PRESSURE WATER LINES:

OVERHEAD: TO BE PLUMBED IN 17 O.D. X .049 WALL STAINLESS STEEL

UNDERGROUND: 3/4”, 2 WIRE HIGH PRESSURE HOSE.
WATER FEED LINES: STAINLESS STEEL WITH BALL VALVES.

HIGH PRESSURE: 6 FROM FLOOR, BOTH 17 HOT & COLD.

CHEMICAL FEED: 4 FROM FLOOR BOTH 17 HOT & COLD.
AR FEED LINES: COPPER WITH BALL VALVES.

CHEMICAL FEED: 3 1/2” FROM FLOOR, 3/4” 12 OPENINGS.
TAKE—UP PANEL: FROM FLOOR, 3/4" PIPE.
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1" FULL PORT BALL VALVE

2" COLD WATER . ] | =

58"

FOR AIR TYP.

3/4"MINIMUM  — |

1" FULL PORT BALL
VALVE

1" FULL PORT
BALL VALVE

X# CONFIGURATIONS
TO BE LOCATED ON
THE BACK ROOM WALL
ACCORDING LAYOUT

FOR WATER TYP.

Oﬁ
[_(
|

2" HOT WATER

N

=

L

3/4" COPPER
AIR LINE
1 1/2" COPPER RECLAIM
WATER LINE
—
Re)
S
o
<t

A PLUMBING DETAILS FOR HIGH PRESSURE PUMP STATIONS TYP.

NOTE: 1. WORK THIS DRAWING WITH P1-P2 AND P4

VALVE FOR WATER & AIR,

2" COLD WATER
2" HOT WATER

3/4" FULL PORT BALL

TYP.

fdﬁ ‘\ fbﬁ

n T
3/4"MINIMUM —__|| |

el | =

24"

3/4" FULL PORT
BALL VALVE

_

X# CONFIGURATIONS
TO BE LOCATED ON
THE BACK ROOM WALL
ACCORDING LAYOUT

0N
[
|

I E

PRESOAK

3/4" COPPER
W fﬁ 3‘1 jﬁ fd ﬁ AIR LINE
| | 1 1/2" COPPER RECLAIM
N N WATER LINE
e | e = e | = | = 3
T B |
3R i 1 i | 3
] - = | = — | 57—
[ | | [ @)
5
C.T.A. W.B.A. C:>
<

B PLUMBING DETAILS FOR CHEMICAL PUMP STATIONS TYP.
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7. ROBINSON

N\

SYMBOL

LEGEND
ITEM DESCRIPTION SYMBO
1 [BALL VALVE N,
2 | UNION |y
3|AIR HOSE CONNECTION
4| WATER TRAP O

NOTE: 1.

MAIN AIR
C OMPRESSOR

OPTIONAL AIR

COMPRESSOR ()

b

(

!

|

NS

|
Kﬁ%ﬁ&<>“r\

_11/27 PIPING

L‘
IN 347
COPPER AIR LINE

RUN TO WATER
[% MANIFOLD LOC ATION
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CHEMIC AL PUMP STATION N

\\AFQFNSER 10

CHEMIC AL PUMP STATION 2
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CHEMIC AL PUMP STATION 1
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CONVEYOR ROLLER UP PANEL
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WORK  THIS DRAWING WITH PT—FJ5
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